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TUV Rheinland LGA Products GmbH
Sanitir- und Abscheidetechnik

Prifbericht

Nr. 57216037-23
Datum: 02.06.2016

Hersteller:

RSP Ruck Sanitarprodukte GmbH
Kirchstralle 1
83126 Flintsbach am Inn

Inhalt des Auftrages:
Verlangerung TRLP Priifbericht 7311272-03

Rohre aus Gusseisen (SML) nach DIN EN 877 und
Zusatzpriifung der Innenbeschichtung nach den
Besonderen Gute- und Priifbestimmungen fiir
gusseiserne Abflussrohre und Formstlicke
Ausgabe Oktober 2014 des RAL Deutsches Institut
fur Gutesicherung und Kennzeichnung e.V. der
Entwasserungstechnik Guss Giitesicherung RAL-
GZ 698 Abschnitt 1-2.6

Priifstiicke:

SML-Rohre
DN 40 bis DN 400

Zusammenfassung:

Alle Anforderungen sind erfilit.
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Genau. Richtig.

Test report
no. 57216037-23
Date: 02.06.2016

Manufacturer:

RSP Ruck Sanitarprodukte GmbH
Kirchstrafle 1
83126 Flintsbach am Inn

Contents of order:
Extension TRLP test report 7311272-03

Cast iron pipes (SML) according to DIN EN 877 and
accessory test of the coating on the inside
according to the special Quality- and test provisions
of cast iron pipes and fittings issue October 2014 of
the “RAL Deutsches Institut fur Gutesicherung und
Kennzeichnung e.V der Entwasserungstechnik
Guss Gtesicherung

RAL-GZ 698" section 1-2.6

Test samples:

SML-Pipes
DN 40 up to DN 400

Summary:

All requirements are fulfilled.
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